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SECTION 263353 

STATIC UNINTERRUPTIBLE POWER SUPPLY 

PART 1 - GENERAL  

1.1 DESCRIPTION 

A.  This section specifies the furnishing, installation , connection, and 
testing of the static uninterruptible power supply,  indicated in this 
section as UPS.  

1.2 RELATED WORK 

A.  Section 260511, REQUIREMENTS FOR ELECTRICAL INSTALL ATIONS: 
Requirements that apply to all sections of Division  26. 

B.  Section 260519, LOW-VOLTAGE ELECTRICAL POWER CONDUC TORS AND CABLES: 
Low-voltage conductors. 

C.  Section 260526, GROUNDING AND BONDING FOR ELECTRICA L SYSTEMS: 
Requirements for personnel safety and to provide a low impedance path 
for possible fault currents. 

D.  Section 260533, RACEWAY AND BOXES FOR ELECTRICAL SY STEMS: Conduits. 

E.  Section 260573, OVERCURRENT PROTECTIVE DEVICE COORD INATION STUDY: 
Short circuit and coordination study, and requireme nts for a 
coordinated electrical system. 

F.  Section 262413, DISTRIBUTION SWITCHBOARDS: For low- voltage 
switchboard required for maintenance bypass of mult iple module UPS. 

1.3 FACTORY TESTS 

A.  Uninterruptible power supplies shall be thoroughly tested at the 
factory to assure that there are no electrical or m echanical defects.   

B.  UPS shall be factory full-load tested to meet the r equirements 
specified using a test battery (not the battery to be supplied with 
the system) with AC input power and with battery po wer for a minimum 
of 8 hours, with meter readings taken every 30 minu tes.   Should a 
malfunction occur, the problem shall be corrected a nd the test shall 
be repeated.  The tests shall encompass all aspects  of operation, such 
as module failure, static bypass operation, battery  failure, input 
power failure and overload ratings.  

C.  Furnish four (4) copies of certified manufacturer's  factory test 
reports to the COTR prior to shipment of the UPS to  ensure that the 
UPS has been successfully tested as specified. 

D.  The COTR shall have an option to witness factory te sts.  The COR shall 
be notified in writing at least 2 weeks before test ing. All expenses 
of the COR's trip to witness the testing will be pa id by the Government. 

1.4 SUBMITTALS 

A.  Submit six copies of the following in accordance wi th Section 260511, 
REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

1.  Shop Drawings:   
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a.  Submit sufficient information to demonstrate compli ance with 
drawings and specifications. 

b.  Include electrical ratings, dimensions, mounting de tails, 
materials, required clearances, terminations, weigh t, plan, 
front, side, and rear elevations, accessories, and device 
nameplate data. 

c.  Provide detailed and project-specific system diagra m, showing 
maintenance bypass, UPS module(s), battery cabinet( s) and 
batteries, major circuit protective devices, interc onnecting 
power and control wiring, key-type mechanical inter locks, and 
connections to power sources and loads, as applicab le. Indicate 
whether interconnections are 
factory-provided/factory-installed, 
factory-provided/field-installed, or field-provided /field 
installed.  

2.  Manuals:  

a.  Submit, simultaneously with the shop drawings, comp anion copies 
of complete maintenance and operating manuals inclu ding 
technical data sheets, wiring diagrams, and informa tion for 
ordering replacement parts. 

1)  Wiring diagrams shall have their terminals identifi ed to 
facilitate installation, maintenance, and operation .  

2)  Wiring diagrams shall indicate internal wiring for each item 
of equipment and the interconnection between the it ems of 
equipment.  

3)  Provide a clear and concise description of operatio n, which 
gives, in detail, the information required to prope rly 
operate the UPS, including but not limited to bypas s 
switchboard, UPS, key-type mechanical interlocks, r emote 
devices, emergency power off buttons, fire alarm in terface, 
and other components as applicable.  

b.  If changes have been made to the maintenance and op erating 
manuals originally submitted, submit updated mainte nance and 
operating manuals two weeks prior to the final insp ection. 

1)  Include complete "As Installed" diagrams that indic ate all 
pieces of equipment and their interconnecting wirin g. 

2)  Include complete diagrams of the internal wiring fo r each 
piece of equipment, including "As Installed" revisi ons of 
the diagrams. 

3)  The wiring diagrams shall identify the terminals to  
facilitate installation, maintenance, operation, an d 
testing. 

3.  Test Reports: 

a.  Submit certified factory design and production test  reports for 
approval. 

b.  Two weeks prior to the final inspection, submit cer tified field 
test reports and data sheets to the COR. 

4.  Certifications: Two weeks prior to final inspection , submit the 
following.  
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a.  Certification by the manufacturer that the UPS conf orms to the 
requirements of the drawings and specifications. 

b.  Certification by the Contractor that the UPS has be en properly 
installed, adjusted, and tested. 

1.5 APPLICABLE PUBLICATIONS 

A.  Publications listed below (including amendments, ad denda, revisions, 
supplements, and errata), form a part of this speci fication to the 
extent referenced. Publications are referenced in t he text by basic 
designation only. 

B.  Institute of Engineering and Electronic Engineers ( IEEE):  

1.  C57.110-08 1998; R 2004) Recommended Practice for 
Establishing Transformer Capability When Supplying Nonsinusoidal 
Load Currents 

2.  C62.41.1-02 Surge Environment in Low-Voltage (1000 V and Less) 
AC Power Circuits 

3.  C62.41.2-02 Characterization of Surges in Low-Volta ge (1000 V 
and Less) AC Power Circuits 

4.  450-10 Maintenance, Testing, and Replacement of Ven ted 
Lead-Acid Batteries for Stationary Applications 

5.  485-10 Sizing Lead-Acid Batteries for Stationary Ap plications 

C.  International Code Council (ICC): 

1.  IBC-12 International Building Code 

D.  National Electrical Manufacturers Association (NEMA ):  

1.  PE 1-03 Uninterruptible Power Systems - Specificati on and 
Performance Verification 

E.  National Fire Protection Association (NFPA):  

1.  70-11 National Electrical Code (NEC) 

PART 2 - PRODUCTS  

2.1 GENERAL REQUIREMENTS 

A.  System Capacity:  Unless stated otherwise, the para meters listed are 
under full rated output load at 0.9 power factor, w ith batteries fully 
charged and floating on the DC bus and with nominal  input voltage.   

B.  Battery Capacity:  Discharge time to end voltage: 1 5  minutes, at 25 
(C (77 (F).  Battery shall be capable of delivering  125 percent of 
full rated output load at initial start-up. 

C.  System Bus Bracing:  Braced for amperes symmetrical  interrupting 
capacity as required per the Short Circuit Study. 

D.  AC Input: 

1.  Voltage 208 volts line-to-line. 

2.  Number of phases: 3-phase, 4-wire, plus ground. 

3.  Voltage Range: Plus 10 percent, minus 15 percent, w ithout affecting 
battery float voltage or output voltage. 

4.  Frequency: 60 Hz, plus or minus 5 percent. 
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5.  Total harmonic current distortion (THD) reflected i nto the primary 
line: 10 percent maximum. 

E.  AC Output 

1.  Voltage 208 volts line-to-line, 120 volts line-to-n eutral. 

2.  Number of phases: 3-phase, 4-wire, plus ground. 

3.  Voltage regulation: 

a.  Balanced load: Plus or minus 1.0 percent. 

b.  100 percent load imbalance, phase-to-phase: Plus or  minus 3 
percent. 

4.  Frequency:  60 Hz. 

5.  Frequency regulation: Plus or minus 0.05 percent. 

6.  Harmonic content (RMS voltage):  5 percent maximum total harmonic 
distortion with 100% nonlinear load.  

7.  Load power factor operating range: 1.0 to 0.8 laggi ng. 

8.  Phase displacement: 

a.  Balanced load: Plus or minus 1 degree of bypass inp ut. 

9.  Overload capability (at full voltage) (excluding ba ttery): 

a.  125 percent load for 10 minutes. 

b.  150 percent load for 1 minute. 

F.  Voltage Transient Response: 

1.  100 percent load step: Plus or minus 5 percent. 

2.2 UPS 

A.  General Description:  UPS module shall consist of a  rectifier/charger 
unit and a 3-phase inverter module unit with their associated 
transformers, synchronizing equipment, input and ou tput circuit 
breakers, and accessories as required for operation . 

B.  Rectifier/Charger Unit:  Rectifier/charger unit sha ll be solid state 
and shall provide direct current to the DC bus. 

1.  Input Circuit Breaker:  Rectifier/charger unit shal l be provided 
with an input circuit breaker.  The circuit breaker  shall be sized 
to accept simultaneously the full-rated load and th e battery 
recharge current. 

2.  Sizing:  Rectifier/charger unit shall be sized for the following 
two simultaneous operating conditions: 

a.  Supplying the full rated load current to the invert er. 

b.  Recharging a fully-discharged battery to 95 percent  of rated 
ampere-hour capacity within ten times the discharge  time after 
normal AC power is restored, with the input protect ive device 
closed. 

C.  Inverter Unit:  Inverter unit shall be a solid-stat e device capable 
of accepting power from the DC bus and providing AC  power within 
specified limits. 

1.  Output Overload:  The inverter shall be able to sus tain an overload 
as specified across its output terminals. 
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2.  Synchronism:  The inverter shall normally operate i n phase-lock 
and synchronism with the bypass source. 

3.  Modular Construction: Each control logic printed ci rcuit board 
shall be electrically and physically packaged on an  individual 
plug-in module with separate indication and adjustm ents. 

4.  Output Circuit Breaker:  The output circuit breaker  shall be 
capable of shunt tripping and shall have interrupti ng capacity as 
specified. Circuit breaker shall have provision for  locking in the 
"off" position. 

5.  Output Transformer:  The inverter output transforme r shall be 
similar to the input transformer and shall be capab le of handling 
up to nonlinear loads as described in IEEE C57.110.  

6.  Modular Inverter Isolation:  Each inverter in the U PS shall have 
fault sensing and static isolation as well as an ou tput protective 
device, to remove a faulted module from the system without 
affecting the critical load bus beyond the stated l imits.  The 
protection system shall have control logic capable of isolating 
only the faulted module, and shall not shut down th e entire UPS 
upon a fault in one module. Open protective devices  shall be 
indicated by an alarm and indicator light. 

D.  External Protection:  UPS module shall have built-i n self-protection 
against undervoltage, overvoltage, overcurrent and surges introduced 
on the AC input source and/or the bypass source. Th e UPS system shall 
sustain input surges without damage in accordance w ith IEEE C62.41.1 
and IEEE C62.41.2. The UPS shall also have built-in  self-protection 
against overvoltage and voltage surges introduced a t the output 
terminals by paralleled sources, load switching, or  circuit breaker 
operation in the critical load distribution system.  

E.  Internal Protection:  UPS module shall be self-prot ected against 
overcurrent, sudden changes in output load and shor t circuits at the 
output terminals. UPS module shall be provided with  output reverse 
power detection which shall cause that module to be  disconnected from 
the critical load bus when output reverse power is present. UPS module 
shall have built-in protection against permanent da mage to itself and 
the connected load for predictable types of failure  within itself and 
the connected load. At the end of battery discharge  limit, the module 
shall shut down without damage to internal componen ts. 

2.3 STATIC BYPASS TRANSFER SWITCH 

A.  A static bypass transfer switch shall be provided a s an integral part 
of the UPS and shall consist of a static switch and  a bypass protective 
device or bypass switch.  The control logic shall c ontain an automatic 
transfer circuit that senses the status of the inve rter logic signals 
and alarm conditions and provides an uninterrupted transfer of the 
load to the bypass AC power source, without exceedi ng the transient 
limits specified herein, when a malfunction occurs in the UPS or when 
an external overload condition occurs.   

1.  Static Bypass Transfer Switch Disconnect:  A discon nect shall be 
incorporated to isolate the static bypass transfer switch assembly 
so it can be removed for servicing. The disconnect shall be equipped 
with auxiliary contacts and provision for padlockin g in either the 
"on" or "off" position. 
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2.4 MAINTENANCE BYPASS - MULTIPLE-MODULE UPS 

A.  A maintenance bypass switchboard shall be provided.   At the minimum, 
the bypass switchboard enclosure, bussing, and circ uit breakers shall 
meet the requirements of Section 262413, DISTRIBUTI ON SWITCHBOARDS.  
Additionally, the bypass switchboard shall contain key-type 
mechanical interlocks, control wiring, and accessor ies as needed for 
proper operation with the UPS.  The maintenance byp ass switchboard 
shall provide the capability to continuously suppor t the load from 
the bypass AC power source while the UPS is isolate d for maintenance. 

B.  The maintenance bypass switch shall provide the cap ability of 
transferring the load from the UPS static bypass tr ansfer switch to 
maintenance bypass and then back to the UPS static bypass transfer 
switch with no interruption to the load. 

2.5 SYSTEM CONTROL CABINET - MULTI-MODULE UPS 

A.  The UPS shall be provided with a LCD control/indica tor panel.   
Meters, controls, alarms, system diagnostics, mimic  screen showing 
one-line diagram of the system, and indicators for operation of the 
UPS shall be on this panel.  The system control cab inet shall 
communicate with each UPS module, the static bypass  transfer switch 
and its bypass disconnect, the UPS input and output  circuit breakers, 
and the UPS maintenance bypass switchboard.  

1.  Module Meters:   

a.  Meters shall have 1 percent accuracy. 

b.  The following functions shall be monitored and disp layed: 

1)  Input voltage, phase-to-phase (all three phases). 

2)  Input current, all three phases. 

3)  Input frequency. 

4)  Battery voltage. 

5)  Battery current (charge/discharge). 

6)  Output voltage, phase-to-phase and phase-to-neutral  (all 
three phases). 

7)  Output current, all three phases. 

8)  Output frequency. 

9)  Output kilowatts. 

10)  Elapsed time meter to indicate hours of operation, 6 
digits. 

11)  Bypass voltage, phase-to-phase and phase-to-neutral  (all 
three phases). 

12)  Output kilovars. 

13)  Output kilowatt hours, with 15-minute interval. 

2.  Module Controls: 

a.  Module shall have the following controls: 

1)  Alarm test/reset function. 

2)  Module input protective device trip function. 
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3)  Module output protective device trip function. 

4)  Battery protective device trip function. 

5)  Emergency Power Off (EPO) pushbutton, with guard. 

6)  Control power off switch. 

7)  Static bypass transfer switch enable/disable select or 
switch. 

3.  Module Alarm Indicators:   

a.  Module shall have indicators for the following alar m items. Any 
one of these conditions shall turn on an audible al arm and the 
appropriate summary indicator.  Each new alarm shal l register 
without affecting any previous alarm. 

1)  Input AC power source failure. 

2)  Input protective device open. 

3)  Output protective device open. 

4)  Overload. 

5)  Overload shutdown. 

6)  DC overvoltage. 

7)  DC ground fault. 

8)  Low battery. 

9)  Battery discharged. 

10)  Battery protective device open. 

11)  Cooling fan failure. 

12)  Equipment overtemperature. 

13)  Control power failure. 

14)  Charger off. 

15)  Inverter off. 

16)  Emergency off. 

17)  UPS on battery. 

18)  Load on static bypass. 

19)  Static bypass transfer switch disabled. 

20)  Inverter output overvoltage, undervoltage, 
overfrequency, and underfrequency. 

21)  Bypass source overvoltage, undervoltage, overfreque ncy, 
and underfrequency. 

22)  Bypass source to inverter out of synchronization. 

23)  Input transformer overtemperature. 

24)  Inverter transformer overtemperature. 

2.6 BATTERY SYSTEM 

A.  General:  A storage battery with sufficient ampere- hour rating to 
maintain UPS output at full capacity for the specif ied duration shall 
be provided for each UPS module.   
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B.  Battery Type: Lead calcium. 

C.  Battery Construction:  The battery shall be of the valve-regulated, 
sealed, non-gassing, recombinant type. 

D.  Battery Cabinet:  The batteries shall be furnished in a battery 
cabinet matching the UPS. The battery cabinet shall  be provided with 
smoke and high temperature alarms. 

E.  Battery Cables:  Battery-to-battery connections sha ll be stranded 
cable with proper cable supports. 

F.  Battery Disconnect:  Each battery cabinet or rack s hall have a fused 
disconnect switch or circuit breaker, lockable in t he “off” position, 
provided in a NEMA 1 enclosure. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A.  The UPS shall be set in place, wired, and connected  in accordance with 
the approved shop drawings and manufacturer's instr uctions. 

3.2 ACCEPTANCE CHECKS AND TESTS  

A.  An authorized representative of the UPS manufacture r shall 
technically supervise and participate during all of  the field 
adjustments and tests. Major adjustments and field tests shall be 
witnessed by the COR.  The manufacturer's represent ative shall 
certify in writing that the equipment has been inst alled, adjusted, 
and tested in accordance with the manufacturer's re commendations. 

B.  Perform manufacturer's required field tests in acco rdance with the 
manufacturer's recommendations.  In addition, inclu de the following: 

1.  Visual Inspection and Tests: 

a.  Compare equipment nameplate data with specification s and 
approved shop drawings. 

b.  Inspect physical, electrical, and mechanical condit ion. 

c.  Verify appropriate anchorage, required area clearan ces, and 
correct alignment. 

d.  Verify tightness of accessible bolted electrical co nnections 
by calibrated torque-wrench method, or performing 
thermographic survey after energization. 

e.  Verify grounding connections. 

f.  Vacuum-clean enclosure interior.  Clean enclosure e xterior. 

g.  Verify the correct operation of all alarms and indi cating 
devices. 

h.  Attach a phase rotation meter to the UPS input, out put, and 
bypass buses, and observe proper phase sequences. 

i.  Check and test controls for proper operation. 

j.  Check doors for proper alignment and operation. 

k.  Check and test each protective device for proper me chanical and 
electrical operation. 
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l.  Verify protective device overcurrent trip settings against 
approved coordination study. 

m.  Confirm correct operation and sequencing of key-typ e mechanical 
interlock systems. 

2.  Load Test:  The UPS shall be load tested for a cont inuous 24 hour 
period by means of resistive load banks, sized for full rated output 
load and provided by the UPS manufacturer.  The UPS  shall be 
continuously tested at 1/2 load for 8 hours, 3/4 lo ad for 8 hours 
and full load for 8 hours.  If a failure occurs dur ing the burn-in 
period, the tests shall be repeated.  Instrument re adings shall 
be recorded every half hour for the following: 

a.  Input voltage and current (all three phases, for ea ch module). 

b.  Input and output frequency. 

c.  Battery voltage for each module. 

d.  Output voltage and current (all three phases, for e ach module). 

e.  Output kilowatts for each module. 

f.  Output voltage and current (all three phases). 

g.  Output kilowatts. 

3.  Full Load Burn In Test:  The UPS shall undergo an a dditional full 
load burn-in period of 24 continuous hours by means  of resistive 
load banks, sized for full rated output load and pr ovided by the 
UPS manufacturer.  If a failure occurs during the b urn-in period, 
the tests shall be repeated.  Instrument readings s hall be 
recorded every half hour as above.  The following t ests shall be 
performed: 

a.  With the UPS carrying full rated output load and su pplied from 
the normal source, switch 100 percent of load bank capacity on 
and off a minimum of five times within the burn-in period. 

b.  With the UPS carrying maximum continuous design loa d and 
supplied from the emergency source, repeat the swit ching 
operations described above. 

4.  Full Load Battery Burn In Test:  The UPS shall unde rgo a full load 
battery test by means of resistive load banks, size d for full rated 
output load and provided by the UPS manufacturer. I f a failure 
occurs during the battery discharge time, the tests  shall be 
repeated.  Instrument readings shall be recorded ev ery half hour 
as above.   

a.  With the UPS carrying full rated output load and op erating on 
battery power, switch 100 percent of load bank capa city on and 
off a minimum of five times within the battery disc harge time. 

5.  Battery Discharge and Recharge Test:  With the batt ery fully 
charged, the UPS shall undergo a complete battery d ischarge test 
to full depletion followed by a full recharge.  Ins trument 
readings shall be recorded every minute during disc harge for the 
following: 

a.  Battery voltage and current . 

b.  Output voltage and current (all three phases) . 

c.  Output kilowatts . 
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d.  Output voltage and current (all three phases). 

e.  Output kilowatts (system). 

f.  Output frequency. 

3.3 FOLLOW-UP VERIFICATION 

A.  After completion of acceptance checks and tests, th e Contractor shall 
show by demonstration in service that the UPS is in  good operating 
condition and properly performing the intended func tion.   

3.4 ONE LINE DIAGRAM AND SEQUENCE OF OPERATION 

A.  At final inspection, an as-built one line diagram s hall be laminated 
or mounted under acrylic glass, and installed in a frame mounted near 
the UPS. 

B.  Furnish a written sequence of operation for the UPS  and connected line 
side/load side electrical distribution equipment.  The sequence of 
operation shall be laminated or mounted under acryl ic glass, and 
installed in a frame mounted near the UPS.  

C.  Deliver an additional four copies of the as-built o ne line diagram 
and sequence of operation to the COR. 

3.5 INSTRUCTION 

A.  Furnish the services of a factory-trained technicia n for one 4-hour 
training period for instructing personnel in the ma intenance and 
operation of the UPS, on the dates requested by the  COR. 

---END--- 
 


